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PROJECT SUMMARY

ADDRESS: 1 HOSPITAL WAY, VICTORIA, BC V8Z 6R5 

LEGAL DESCRIPTION: PROPERTY ID 001161300
LOT 1, PLAN VIP31445

ZONE: P-1: COMMUNITY INSTITUTIONAL

SITE AREA: 105685.3334m2

BUILDING AREA: ELECTRICAL ENERGY CENTRE 425.0m2

GENERATOR AREA 390.0m2 

MECHANICAL ENCLOSURE     16.0m2

D&T ELECTRICAL ROOM      90.0m2

TRANSFORMER ENCLOSURE   84.0m2

SITE COVERAGE: ZONING MAXIMUM 40%

EXISTING COVERAGE 18%
NEW COVERAGE        1%
TOTAL COVERAGE 19%

SETBACKS: ZONING MINIMUM - FRONT LOT LINE 7.5m
- REAR LOT LINE 7.5m
- SIDE LOT LINE 6.0m
- FLANKING LOT LINE 6.0m

BUILDING HEIGHT: ZONING MAXIMUM    9m 
PROPOSED 8.5m

PARKING STALLS: ADDITIONAL STALL REQUIRED   1 STALL
   PROPOSED   1 STALL

EXISTING TO BE REMOVED 14 STALLS
NEW TO BE INSTALLED 15 STALLS
NET INCREASE   1 STALL

BUILDING CODE ANALYSIS

GOVERNING CODE BC BUILDING CODE 2018 (BCBC)

BUILDING HEIGHT 2 STOREY

BUILDING AREA 425.0m2

MAJOR OCCUPANCIES GROUP F, DIVISION 3, LOW HAZARD INDUSTRIAL

SUBSIDIARY USES NONE

ARTICLE OF CONSTRUCTION 3.2.2.85

CONSTRUCTION TYPE COMBUSTIBLE AND NON-COMBUSTIBLE

FLOOR ASSEMBIES 45 MIN. FRR REQUIRED

LOAD BEARING WALLS, COLUMNS 45 MIN. FRR REQUIRED

MEZZANINES APPLICABLE

ROOF ASSEMBLY NO RATING REQUIRED

SPRINKLERS NOT PROVIDED 

FIREWALLS NOT APPLICABLE

SPATIAL SEPARATIONS NOT APPLICABLE

NUMBER OF STREETS BUILDING FACES 2 STREETS

TRAVEL DISTANCE 3.4.2.5. f) 30m in any floor area other than those referred to in 
Clauses (a) to (e).
Maximum 30m travel distance to an exit permitted when more than 
one exit is required from a floor area. 

CRITERIA FOR ONE EXIT 3.4.2.1.-A Floor Area Not Sprinklered Throughout 
In a floor area that is not sprinklered throughout, and the travel 
distance is not more than 15m, and the floor area is not more than 
200m2 as Group F3, one exit can be provided.
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